
SOLID LIGHT: CALLING
BLINKING LIGHT: RECEIVED
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2500-PWR24U

1 Pair
18AWG

Hot

To 120vacGround

Neutral

EMERGENCY PHONE

SMARTRESCUE PHONE - 5

SUB-MASTER  2

SUB-MASTER 1

PHONE 1

PHONE 2

PHONE 3

PHONE 4

PHONE 5 

BATTERY

POWER

DISCONNECT CALL TO 
RESCUE SERVICESRESCUE SERVICES

OPERATION:

1.  SOLID LIT LED (PHONE, SUB-MASTER
     OR RESCUE SERVICES) INDICATES
     CALL IN PROGRESS. 

2.  SLOW BLINKING LED INDICATES
     CALL ON HOLD.

3.  LIFT HANDSET.

4.  PRESS YELLOW TALK/HOLD BUTTON TO CALL 
     IN TO A SPECIFIC SUB-MASTER. IF THE GREEN 
     LED IS LIT YOU WILL JOIN CONVERSATION.  

5.  PRESS BLACK TALK/HOLD BUTTON TO CALL IN 
     TO A SPECIFIC PHONE. IF THE GREEN LED IS 
     LIT YOU WILL JOIN CONVERSATION.

6.  PRESS TALK/HOLD BUTTON AGAIN TO PLACE
     CONVERSATION ON HOLD.

7.  PRESS RED DISCONNECT CALL TO RESCUE 
     SERVICES BUTTON TO END EXTERNAL CALL.
     ANY PHONE AND SUB-MASTER ORIGINALLY 
     TALKING REMAIN IN CONVERSATION WITH
     THIS UNIT.

8.  HANG UP HANDSET TO END CALLS TO PHONE 
     AND SUB-MASTER.

READ ALL OPERATING STEPS
BEFORE PROCEEDING
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Wiring Diagram with 2500-PWR24U Power Supply
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Twisted, Shielded 
Wire Recommended


